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INTERNATIONAL CODE COUNCIL

MECHANICAL AND ELECTRICAL REQUIREMENTS

604.2 Service. The size and usage of appliances and equip-
ment shall serve as a basis for determining the need for addi-
tional facilities in accordance with NFPA 70. Dwelling units
shall be served by a three-wire, 120/240 volt, single-phase
electrical service having a minimum rating of 60 amperes.

604.3 Electrical system hazards, Where it is found that the
electrical system in a structure constitutes a hazard to the
occupants or the structure by reason of inadequate service,
improper fusing, insufficient receptacle and lighting outlets,
improper wiring or installation, deterioration or damage, or
for similar reasons, the code official shall require the defects
to be corrected to eliminate the hazard.

604.3.1 Abatement of electrical hazards associated with
water exposure. The provisions of this section shall gov-
ern the repair and replacement of electrical systems and
equipment that have been exposed to water.

604.3.1.1 Electrical equipment. Electrical distribu-
tion equipment, motor circuits, power equipment, trans-
formers, wire, cable, flexible cords, wiring devices,
ground fault circuit intercupters, surge protectors,
molded case circuit breakers, low-voltage fuses, lumi-
naires, ballasts, motors and electronic control, signaling
and communication equipment that have been exposed
to water shall be replaced in accordance with the provi-
sions of the Infernational Building Code.

Exception: The following equipment shall be
allowed to be repaired where an inspection report
from the equipment manufacturer or approved man-
ufacturer's representative indicates that the equip-
ment has mnot sustained damage that requires
replacement:

1. Enclosed switches, rated a maximum of 600
volts or less;

2. Busway, rated a maximum of 600 volts;
3. Panelboards, rated a maximum of 600 volts;

4, Switchboards, rated a maximum of 600
volts;

5. Fire pump controllers, rated a maximum of
600 volts;

6. Manual and magnetic motor controllers;
7. Motor control centers;

8. Alternating current high-voltage circuit
breakers;

9. Low-voltage power circuit breakers;

10. Protective relays, meters and current trans-
formers;

11. Low- and medium-voltage switchgear;
12. Liquid-filled transformers;
13. Cast-resin transformers;

14, Wire or cable that is suitable for wet loca-
tions and whose ends have not been exposed
to water;

15. Wire or cable, not containing fillers, that is
suitable for wet locations and whose ends
have not been exposed to water;

16. Luminaires that are listed as submersible;
17. Motors;

18. Electronic control, signaling and communi-
cation equipment.

604.3.2 Abatement of electrical hazards associated with
fire exposure. The provisions of this section shall govern
the repair and replacement of electrical systems and equip-
ment that have been exposed to fire.

604.3.2.1 Electrical equipment. Electrical switches,
receptacles and fixtures, including furnace, water heat-
ing, security system and power distribution circuits,
that have been exposed to fire, shall be replaced in
accordance with the provisions of the International
Building Code.

Exception: Electrical switches, receptacles and fix-
tures that shall be allowed to be repaired where an
inspection report from the equipment manufacturer
or approved manufacturer’s representative indicates
that the equipment has not sustained damage that
requires replacement.

SECTION 605
ELECTRICAL EQUIPMENT

605.1 Installation. Electrical equipment, wiring and appli-
ances shall be properly installed and maintained in a safe and
approved manner.

605.2 Receptacles. Every habitable space in a dwelling shall
contain not less than two separate and remote receptacle out-
lets. Every laundry area shall contain not less than one
grounding-type receptacle or a receptacle with a ground fault
circuit interrupter, Every bathroom shall contain not less than
one receptacle. Any new bathroom receptacle outlet shall
have ground fault circuit interrupter protection. All receptacle
outlets shall have the appropriate faceplate cover for the loca-
tion.

605.3 Luminaires. Every public hall, interior stairway, roilet
room, kitchen, bathroom, laundry room, boiler room and fur-
nace room shall contain not less than one electric luminaire.
Pool and spa luminaires over 15 V shall have ground fault
circuit interrupter protection.

605.4 Wiring. Flexible cords shall not be used for permanent
wiring, or for running through doors, windows, or cabinets,
or concealed within walls, floors, or ceilings.

SECTION 606
ELEVATORS, ESCALATORS AND DUMBWAITERS
606.1 General. Elevators, dumbwaiters and escalators shall
be maintained in compliance with ASME A17.1. The most
current certificate of inspection shall be on display at all
times within the elevator or attached to the escalator or dumb-
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waiter, be available for public inspection in the office of the
building operator or be posted in a publicly conspicuous
location approved by the code official. The inspection and
tests shall be performed at not less than the periodic intervals
listed in ASME A17.1, Appendix N, except where otherwise
specified by the authority having jurisdiction.

606.2 Elevators. In buildings equipped with passenger eleva-
tors, not less than one elevator shall be maintained in opera-
tion at all times when the building is occupied.

Exception: Buildings equipped with only one elevator
shall be permitted to have the elevator temporarily out of
service for testing or servicing.

SECTION 607
DUCT SYSTEMS

607.1 General. Duct systems shall be maintained free of

obstructions and shall be capable of performing the required
function.
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CHAPTER 7
FIRE SAFETY REQUIREMENTS

SECTION 701
GENERAL

701.1 Scope. The provisions of this chapter shall govern the
minimum conditions and standards for fire safety relating to
structures and exterior premises, including fire safety facili-
ties and equipment to be provided.

701.2 Responsibility. The owner of the premises shall pro-
vide and maintain such fire safety facilities and equipment in
compliance with these requirements. A person shall not
occupy as owner-occupant or permit another person to
occupy any premises that do not comply with the require-
ments of this chapter. -

SECTION 702
MEANS OF EGRESS

[E] 702.1 General. A safe, continuous and unobstructed path
of travel shall be provided from any point in a building or
structure to the public way. Means of egress shall comply
with the International Fire Code.

[F] 702.2 Aisles. The required width of aisles in accordance
with the International Fire Code shall be unobstructed.

[F] 702.3 Locked doors. Means of egress doors shall be
readily openable from the side from which egress is to be
made without the need for keys, special knowledge or effort,
except where the door hardware conforms to that permitted
by the International Building Code.

[F] 702.4 Emergency escape openings. Required emergency
escape openings shall be maintained in accordance with the
code in effect at the time of construction, and the following.
Required emergency escape and rescue openings shall be
operational from the inside of the room without the use of
keys or tools. Bars, grilles, grates or similar devices are per-
mitted to be placed over emergency escape and rescue open-
ings provided the minimum net clear opening size complies
with the code that was in effect at the time of construction
and such devices shall be releasable or removable from the
inside without the use of a key, tool or force greater than that
which is required for normal operation of the escape and res-
cue opening.

SECTION 703
FIRE-RESISTANCE RATINGS

[F] 703.1 Fire-resistance-rated assemblies, The required
fire-resistance rating of fire-resistance-rated walls, fire stops,
shaft enclosures, partitions and floors shall be maintained.

[F] 703.2 Opening protectives. Required opening protec-
tives shall be maintained in an operative condition. Fire and
smokestop doors shall be maintained in operable condition.
Fire doors and smoke barrier doors shall not be blocked or
obstructed or otherwise made inoperable.

2015 INTERNATIONAL PROPERTY MAINTENANCE CODE®

SECTION 704
FIRE PROTECTION SYSTEMS

[F] 704.1 General. Systems, devices and equipment to detect
a fire, actuate an alarm, or suppress or control a fire or any
combination thereof shall be maintained in an operable con-
dition at all times in accordance with the International Fire
Code.

[F1 704.1.1 Automatic sprinkler systems. Inspection,
testing and maintenance of automatic sprinkler systems
shall be in accordance with NFPA 25.

[F] 704.1.2 Fire department connection. Where the fire §
department connection is not visible to approaching fire
apparatus, the fire department connection shall be indi- i
cated by an approved sign mounted on the street front or §
on the side of the building. Such sign shall have the letters &
“FDC” not less than 6 inches {152 mm) high and words in §
letters not less than 2 inches (51 mm) high or an arrow to §
indicate the location. Such signs shall be subject to the §
approval of the fire code official.

[F] 704.2 Single- and multiple-station smoke alarms. Sin- §
gle- and multiple-station smoke alarms shall be installed in |
existing Group I-1 and R occupancies in accordance with §
Sections 704.2.1 through 704.2.3. :

[F] 704.2.1 Where required. Existing Group I-1 and R §
occupancies shall be provided with single-station smoke
alarms in accordance with Sections 704.2.1.1 through
704.2.1.4. Interconnection and power sources shall be in §
accordance with Sections 704.2.2 and 704.2.3.

Exceptions:

1. Where the code that was in effect at the time of
construction required smoke alarms and smoke ;
alarms complying with those requirements are §
already provided.

2. Where smoke alarms have been installed in occu- §
pancies and dwellings that were not required to §
have them at the time of construction, additional §
smoke alarms shall not be required provided that
the existing smoke alarms comply with require- §
ments that were in effect at the time of installa-
tion.

3. Where smoke detectors connected to a fire alarm J

system have been installed as a substitute for .
smoke alarms.

{F] 704.2.1.1 Group R-1. Single- or multiple-station ;
smoke alarms shall be installed in all of the following
locations in Group R-1: i

1. In sleeping areas.

2. In every room in the path of the means of egress
from the sleeping area to the door leading from
the sleeping unit.
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3. In each story within the sleeping unit, including
basements. For sleeping units with split levels
and without an intervening door between the
adjacent levels, a smoke alarm installed on the
upper level shall suffice for the adjacent lower
level provided that the lower level is less than one
full story below the upper level.

[F] 704.2.1.2 Groups R-2, R-3, R-4 and I-1. Single-
or multiple-station smoke alarms shall be installed and
maintained in Groups R-2, R-3, R-4 and I-1 regardless
of occupant load at all of the following locations:

1. On the ceiling or wall outside of each separate
sleeping area in the immediate vicinity of bed-
T00IS.

2. In each room used for sleeping purposes.

3. In each story within a dwelling unit, including
basements but not including crawl spaces and
uninhabitable attics. In dwellings or dwelling
units with split levels and without an intervening
door between the adjacent levels, a smoke alarm
installed on the upper level shall suffice for the
adjacent lower level provided that the lower level
is less than one full story below the upper level.

[F] 704.2.1.3 Installation near cooking appliances.
Smoke alarms shall not be installed in the following
locations unless this would prevent placement of a
smoke alarm in a location required by Section
704.2.1.1 or 704.2.1.2.

1. Ionization smoke alarms shall not be installed
less than 20 feet (6096 m) horizontally from a
permanently installed cooking appliance.

2. Tonization smoke alarms with an alarm-silencing
switch shall not be installed less than 10 feet
(3048 mm) horizontally from a permanently
installed cooking appliance.

3. Photoelectric smoke alarms shall not be installed
less than 6 feet (1829 mm) horizontally from a
permanently installed cooking appliance.

[F] 704.2.1.4 Installation near bathrooms, Smoke
alarms shall be installed not less than 3 feet (914 mm)
horizontally from the door or opening of a bathroom
that contains a bathtub or shower unless this would pre-

vent placement of a smoke alarm required by Section
704.2.1.1 or 704.2.1.2.

[F] 704.2.2 Interconnection. Where more than one smoke
alarm is required to be installed within an individual
dwelling or sleeping unit, the smoke alarms shall be inter-
connected in such a manner that the activation of one
alarm will activate all of the alarms in the individual unit.
Physical interconnection of smoke alarms shall not be
required where listed wireless alarms are installed and all
alarms sound upon activation of one alarm. The alarm
shall be clearly audible in all bedrooms over background
noise levels with all intervening doors closed.

Exceptions:

1. Interconnection is not required in buildings that
are not undergoing alterations, repairs or con-
struction of any kind.

2. Smoke alarms in existing areas are not required
to be interconnected where alferations or repairs
do not result in the removal of interior wall or §
ceiling finishes exposing the structure, unless §
there is an attic, crawl space or basement avail-
able that could provide access for interconnection
without the removal of interior finishes.

[F] 704.2.3 Power source. Single-station smoke alarms §
shall receive their primary power from the building wiring
provided that such wiring is served from a commercial
source and shall be equipped with a battery backup.
Smoke alarms with integral strobes that are not equipped
with battery backup shall be connected to an emergency 4
electrical system, Smoke alarms shall emit a signal when §
the batteries are low. Wiring shall be permanent and with- §
out a disconnecting switch other than as required for over-
current protection.

Exceptions:

1. Smoke alarms are permitted to be solely battery
operated in existing buildings where no construc- #
tion is taking place. ;

2. Smoke alarms are permitted to be solely battery
operated in buildings that are not served from a §
commercial power source.

3. Smoke alarms are permitted to be solely battery
operated in existing areas of buildings undergo- §
ing alterations or repairs that do not result in the §
removal of interior walls or ceiling finishes
exposing the structure, unless there is an attic,
crawl space or basement available that could pro- §
vide access for building wiring without the §
removal of interior finishes,

[F] 704.2.4 Smoke detection system. Smoke detectors
listed in accordance with UL 268 and provided as part of §
the building’s fire alarm system shall be an acceptable g
alternative to single- and multiple-station smoke alarms §
and shall comply with the following:

1. The fire alarm system shall comply with all applica- )
ble requirements in Section 307 of the International §
Fire Code.

2. Activation of a smoke detector in a dwelling or §
sleeping unit shall initiate alarm notification in the §
dwelling or sleeping unitin accordance with Section
907.5.2 of the Infernational Fire Code.

3. Activation of a smoke detector in a dwelling or
sleeping unit shall not activate alarm notification
appliances outside of the dwelling or sleeping unit,
provided that a supervisory signal is generated and
monitored in accordance with Section 907.6.5 of the
International Fire Code.

2015 INTERNATIONAL PROPERTY MAINTENANCE CODE®

Copyright to, or licensed by, ICC (ALL RIGIITS RESERVLED); accessed by Stephanie Tillerson on Jul 1, 2015 10:34:15 AM pursuant to License
Agreement, No further reproductions authorized.



CHAPTER 8
REFERENCED STANDARDS

This chapter lists the standards that are referenced in various sections of this document. The standards are listed herein by the
promulgating agency of the standard, the standard identification, the effective date and title and the section or sections of this
document that reference the standard. The application of the referenced standards shall be as specified in Section 102.7.

ASME

American Society of Mechanical Engineers
Three Park Avenue
New York, NY 10016-5890

Standard Referenced

reference in code

number Title section number

ASME A17.1/CSA B44—2013 Safety Code for Elevators and Escalators. ... .. .ooouieiiiiinin i s 606.1
ASTM International

ASTM

100 Barr Harbor Drive
West Conshohocken, PA 19428-2959

Standard

Referenced
reference in code
number Title section number
F 1346—91 (2010) Performance Specifications for Safety Covers and Labeling Requirements

for All Covers for Swimming Pools, Spasand Hot Tubs ... ...t iiniiiiiininnnenen e 303.2

ICC

International Code Council
500 New Jersey Avenue, NW
6th Floor )
Washington, DC 20001

Standard Referenced
reference in code
number Title section number
IBC—15 International Building Code®. .. ... ..vvrn it 102.3, 201.3, 401.3, 702.3
IEBC—15 International Existing Building Code®. ... ..ooviiiei i e 305.1.1,306.1.1
IEC—15 International Fire Code®. ... ..o viie et 201.3,604.3.1.1, 604.3.2.1, 702.1, 702.2, 704.1, 704.2
IFGC—15 International Fuel Gas Code®. .. .o v vt e ettt ettt et e s 102.3
IMC—15 International Mechamical Code® . ...ttt irt e ittt e i 102.3, 201.3
IPC—15 International Plumbing Code® . ... ... oiu ot 201.3, 505.1, 602.2, 602.3
IRC—15 Tnternational Residential Code® . . . . vt vt ettt et et et e et a s i e 201.3
1ZC—15 International ZOming COAE® . . . . ..o uu ittt ettt e e 102.3, 201.3
NFP A National Fire Protection Association
1 Batterymarch Park
Quincy, MA 02269

Standard Referenced
reference in code
number Title section number
25—14 Standard for the Inspection, Testing and Maintenance of Water-Based Fire Protection Systemns .. ..... 704.1.1
70—14 National Blectrical Code . v v v vttt v veneeee s rianetnaee s aaaes 102.4, 201.3, 604.2
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APPENDIX A
BOARDING STANDARD

The provisions contained in this appendix are not mandatory unless specifically referenced in the adopting ordinance.

A101
GENERAL

A101.1 General. Windows and doors shall be boarded in an
approved manner to prevent entry by unauthorized persons
and shall be painted to correspond to the color of the existing
structure.

A102
MATERIALS

A102.1 Boarding sheet material. Boarding sheet material
shall be minimum '/,-inch-thick (12.7 mm) wood structural
panels complying with the International Building Code.

A102.2 Boarding framing material. Boarding framing
material shall be minimum nominal 2-inch by 4-inch (51 mm
by 102 mm) solid sawn lumber complying with the Interna-
tional Building Code.

A102.3 Boarding fasteners. Boarding fasteners shall be
minimum */g-inch-diameter (9.5 mm) carriage bolts of such a
length as required to penetrate the assembly and as required
to adequately attach the washers and nuts. Washers and nuts
shall comply with the International Building Code.

A103
INSTALLATION

A103.1 Boarding installation. The boarding installation
shall be in accordance with Figures A103.1(1) and A103.1(2)
and Sections A103.2 through A103.5.

A103.2 Boarding sheet material. The boarding sheet mate-
rial shall be cut to fit the door or window opening neatly or
shall be cut to provide an equal overlap at the perimeter of the
door or window.

A103.3 Windows. The window shall be opened to allow the
carriage bolt to pass through or the window sash shall be
removed and stored. The 2-inch by 4-inch (51 mm by 102
mm) strong back framing material shall be cut minimum 2
inches (51 mm) wider than the window opening and shall be
placed on the inside of the window opening 6 inches (152
mm) minimumn above the bottom and below the top of the
window opening. The framing and boarding shall be pre-
drilled. The assembly shall be aligned and the bolts, washers
and nuts shall be installed and secured.

A103.4 Door walls, The door opening shall be framed with
minimum 2-inch by 4-inch (51 mm by 102 mm) framing
material secured at the entire perimeter and vertical members
at a maximum of 24 inches (610 mm) on center. Blocking
shall also be secured at a maximum of 48 inches (1219 mm)
on center vertically. Boarding sheet material shall be secured

2015 INTERNATIONAL PROPERTY MAINTENANCE CODE®

with screws and nails alternating every 6 inches (152 mm) on
center.

A103.5 Doors. Doors shall be secured by the same method as
for windows or door openings. One door to the structure shall
be available for authorized entry and shali be secured and
locked in an approved manner.

A104
REFERENCED STANDARD

IBC—12 International Building Code A102.1,

A102.2, A102.3
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3" carriage bolts.

Bolts shall be long enough to extend from the
exterior plywood through the interior plywood
and strong backs and fastened from the interior
with a nut.

%" CDX plywood or
performance-rated OSB.

2" x 4" strong backs

Window frame

2" x 4" strong backs

3/s" carriage bolts.
Bolts shall be long enough to extend from the
exterior plywood through the interior plywood
and strong backs and fastened from the interior
with a nut.

FIGURE A103.1(1)
BOARDING OF DOOR OR WINDOW

/‘Iz" CDX plywood or performance-rated OBS shall be secured
/ to header, base plate, studs, stiles, and edge blocking using altemnate
/ screws and pails at a maximum of 8 inch OC

/,- 27 x 4" header

2" x 4" slile

)| +Door wall frame
/

_~2°x 4" base
plate

either horizontally or \

vertically along edge % 2" ¢ 4" studs

of each sheet of plywaod Spaced 247 on center
or 0SB

FIGURE A103.1(2)
BOARDING OF DOOR WALL
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Identification. .. . ... o 104.3
INSPECHioNS. .« ..o 104.2
Liability, relief of personal ................. 103.4
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Notice of violation . .................. 104.5, 107

Noticesandorders......... ... 107

Officialrecords. . ... . .co v 104.6

Personal liability . . ... 103.4

Placarding .. ...oov e 108.4

Prosecution .. .......coueiieniinaneninns 106.3

Removalofplacard .................... 108.4.1

Rightofentry . ... ..o 104.3

Transferof ownership ............ oo vvt. 107.6

Vacantstructures. .. ... .o iie i 108.2

Voting of appeals board. .. .......... 111.2, 111.6
COMBUSTION

Combustionalr. . ... 603.5
COMPONENT SERVICEABILITY

Unsafe conditions. .. ... ..o 306.1.1
CONDEMNATION

Closing of vacant structures. . .............. 108.2

Failluretocomply ... ...t 110.3

General ... 108.1

Notices andorders. . ............... 108.2, 108.3

Placarding .. .ocovvviirieii e 108.4

Removalofplacard . ................... 108.4.1
CONFLICT

Conflict of Interest .. ......oovvvanarns 111.2.3

Violations . ... ..o 106.1
CONNECTION

Sewagesystem . ... 506.1

Waterheating. . ... 505.4

Watersystem. ... 505.1
CONSTRUCTION

Existing structures . .. ... et 101.2
CONTAINER

Garbage. ..o oo e 308.3.2

Rubbish storage. .. ....... .ot 308.2.1
CONTINUOUS

Unobstructed egress .. ..o i 7021
CONTROL

Rodentcontrol . ........ ...t 302.5, 304.5

Safetycontrols . . ... 603.4

Weed . 302.4
COOLING

Coolingtowers. ... 304.11
CORRIDOR

Accumulation of rubbish. ........ ... ... 308.1

Light . oo e 402.2

Lighting fixtures ... ...t 605.3

Obstructions. . ...t 702.1,702.2

Ratings maintained . .............. ... 703

D

DANP, DAMPNESS

ROOTS . ot 304.7

2015 INTERNATIONAL PROPERTY MAINTENANCE CODE®

Copyright to, or licensed by, ICC (ALL RIGHTS RESERVEDY); accessed by Stephanie Tillerson on Jul 1, 2015 10:34: 15 AM pursuant to License
Agreement. No further reproductions authorized.



INTERNATIONAL CODE COUNCIE

Window, doorframes ......... ...t 304.13
DANGEROUS, HAZARDOUS
Condemnation .......... ... 108.1
Demolition. . ..o i 110
Electricalhazards . .. .............. 604.3, 604.3.1
Existingremedies .. ....... ... it 102.4
Imminentdanger. .. ... i 202
Unsafe equipment ........ ... .. ... . 108.1.2
Unsafe structures or premises ............ 108.1.5
DECKS
Handrails and guardrails. ... .............. 304.12
Maintenance. ...t 304.2, 304.10
DEMOLITION
Existingremedies . . ....... ..o oo 102.4
Failuretocomply ...... ..ot 110.3
General. ..o 110
(@] o [=) L 110.2
Salvage materials. . ........ ... et 110.4
DETECTORS
SMOKE vttt 704
DETERIORATION
Components of systems. ................ 306.1.1
Definition. . ..o 202
Exterior structure . ..... .. .. . i 30411
Exteriorwalls . ....... .ot 304.6
DIRECT
[ =Te =11 702.1
DISPOSAL
Disposalofgarbage . . ... 308.3
Disposal of rubbish. . ........ ... oont 308.2
DOOR
EXit dOOrS ot i e e 702.3
Fir . o e 703.2
Hardware . ... i 304.15
Insectscreens ........ . .ot 304.14
Interiorsurfaces . ... i i 305.3
LOCKS vt 304.15, 702.3
Maintenance.. ... 304.13, 304.15
Weathertight ........ . ..ot 304.13
Window and doorframes ................. 304.13

DORMITORY (ROOMING HOUSE, HOTEL, MOTEL)

Locked dOOrS « o v i e 702.3

Privacy ... covv i 503.1, 503.2
DRAIN, DRAINAGE

Basement hatchways . . ........... ... ... 304.16

Plumbing connections . ............. ..., 506

Stormdrainage. ... 507
DUCT

Exhaustduct....... ...y 304.9

Ductsystems ........ oo 607
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DUST
Processventilation . ............ ... .. .. 403.4

DWELLING
Cleanliness .. ........ ..o . 305.1, 308.1
Definition. .. ..o e 202
Electrical . ... ... 604 .1
Heating facilities . .. ........ ... it 602
Required faciliies .. ........ ... oot 502

E

EGRESS
AlSlES .« e 702.2
Emergency €SCape. . oo vvvee e 702.4
General. . ... 702.1
Lighting. ... 402.2
Lockeddoors ........ . i 702.3
Obstructions prohibited. . ... ......... . ... 702.1
Stairs, porches and railings. . ............. 304.10,

305.4, 305.5, 307 1
ELECTRIC, ELECTRICAL EQUIPMENT

Abatement of hazards, fire exposure . ...... 604.3.2
Abatement of hazards, water exposure .. ... 604.3.1
Condemnation. ............. i 108.1
Electrical equipment. .. ............... 604.3.1.1
Facilitiesrequired .. ... ... oot 604.1
Hazards. ........ . .0 i 604.3
Installation. . ... ... 605.1
Lighting fixtures. .. ... oot 605.3
Receptacles . .............covint 604.3, 605.2
Responsibility .. ... ..o 601.2
SBIVICE o v v e 604.2
ELEVATOR, ESCALATORS, DUMBWAITERS
Condemnation. . ....... ... 108.1
General. ... ... e 606.1
Maintenance . .. ... oo 606.1, 606.2
EMERGENCY
Emergency escapeopenings . .. ........... 702.4
Emergency measuresS. . ... .ovvvvannnnncn . 109
Emergency orders. .. .....coovein s 109.1
ENFORCEMENT
Duties and powers . .........ovieiiienenn. 104
SCOPE .ot 101.2
EQUIPMENT
Alternative. .. ... ... . i 105.2
Combustionair. ...........co ot 603.5
Condemnation. . ................. 108.1.2,108.3
Electrical installation. ... ........... ... ... 605.1
Emergency order ...........oveeviinonns 109.1
Energy conservation devices .............. 603.6
Installation. . . ..... ... 603.1
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INDEX

Interior structure. . .. ... .o 305.1
Placarding .. .o ee e 108.4, 108.5
Prohibited Use . .. ..ot 108.5
Responsibility. . ..o 601.2
Safety controls. . ... 803.4
SCOPE. vt 101.2
Scope, mechanical and electrical ........... 601.1
Support, definition ... .. 202
UNRSafE . oo e 108.1.2
USEA ot oottt s 105.4
EXHAUST
Clothes dryer. .. ooovr i 403.5
Exhaustducts . .....oveeei 304.9
Process ventilation. . ... .o oo 403.4
EXISTING
REMEGIES. o v v vt 102.4
SOOPE. -t v vveeeee e 101.2
Structuralmembers ... ... 304.1.1, 304.4
SHUCIUIES vttt it et 101.3
EXTERIOR
Decorativefeatures .... ... oo 304.8
Exteriorstructure . . ... oi i 304
Exteriorwalls . . . vvv e 304.6
Painting ..o 304.2, 304.6
Rodent harborage .. ...t 302.5, 304.5
Sanitation. . . .o e 3041
SCOPE. v vt vve i 301.1
SHAI . ot e 304.10
Street NUMDEIS .« ..o v es 304.3
Unsafe conditions ........ ..ot 304.11
Weathertight ... ... .o 304.13
F
FAN
Exhaustvents . ... .o 302.6
FEES, EXPENSES, COST
Closing vacant structures ................. 108.2
Demolition . ........ ot 110.1, 110.3, 1104
Extermination. . ........ 309.2, 309.3, 309.4, 309.5
General ... 103.5
Relief from personal liability. . .............. 103.4
FENCE
ACCESSOTY vt eeeie e 302.7
MaintenNance .. v v et v 304.2
FIRE
Automatic sprinkler systems ............. 704.1.14
Fire-resistance-rated assemblies. . .......... 703.1
Fire department connection. ............. 704.1.2
Fire protection systems .. ........ooovonens 704
Responsibility, fire safety. .. ............... 701.2
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SCOPE. « i 101.2

Scope, firesafety .. ... 701.1

Smokealarms . ..o 704.2
FLAMMABLE LIQUID

COMAINEIS + o v v it e ie i i e 108.1.2
FLOOR, FLOORING

Area for sleeping purposes .............. 404.4.1

Fire-resistanceratings . . ... ...t 703.1

Interiorsurfaces . ... ... 305.1, 305.3

Space requirements. ... ... 404.4.1, 404.6
FOOD PREPARATION

Cooking equipment ... ... 403.3

Sanitary condition. . . ......... ..o 305.1, 404.7

Ventilation . ... oo i 403.4
FOUNDATION

Condemnation . . ... 108.1.1

Foundationwalls .. ......... e 304.5

Unsafe conditions. . . ............ 304.1.1, 305.1.1
FRAME

Window and doorframes. ......... ... ..., 304.13

G

GAS

Energy conservation devices. .............. 603.6

Exhaustvents. .. ..o iiiiaa 302.6
GLAZING

Materials. . ... oo 304.13.1
GRADE

Drainage. . ..o .o 302.2, 507
GUARD

Anchorage and maintenance. . ............ 304.12

Basement windows .. ..... ..o 304.18.2

DEfinioN © v vttt e 202

H

HABITABLE

Definition .. oot et e 202

Light . oot e 402

Minimum ceiling height. . . .. ....... ...t 404.3

Minimum roomwidth . .. ... . e 404 .2

Required plumbing facilities. . ............... 502

Residential heating facilifies. ... ...... 602.2, 602.3

Space requirements. . ...... . o 404.41

Ventilation . ... 403
HANDRAILS AND GUARDRAILS

Handrails ..........coovvnn. 304.12, 305.5, 307.1

Stairsand porches. . ... 304.10
HARDWARE

Doorhardware . .................. 304.15,702.3

Openable windows. . ... 304.13.2
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HAZARDOUS (See DANGEROUS, HAZARDOUS) J
HEAT, HEATING _ JURISDICTION
Energy conservation devices .. ............. 6036 Title.. ...\ 101.1
Firgplaces. ....... oo 603.1
Heating. .. vvve e e 603.1 K
Mechanical equipment .. .. ... oot 603.1
Required capabilities ............ ...t 602 KITCHEN ]
Residential heating . . ...« .vvvooone.. 602.2, 602.3 Electrical outlets required . . . ............ .. 605.2
SUPPY- « + + v e e e e e et 602.3 Minimumwidth . ... ... o 404.2
Water heating facilifies . o 505.4 Prohibiteduse. . ....... ... o 404.4.4
Water SYSEeM . . o\t vee i 505 Room lighting . .......oovvneneneeenen 605.3
HEIGHT Water heating faciliies . .. ................ 505.4
Minimum ceiling height. .. ........ ... oot 404.3
HOT (See HEAT, HEATING) L
HOTELS, ROOMING HOUSES AND DORMITORY LANDING
UNITS, MOTELS Handrails-andguards . ............... .. 304.12,
Definition. . .. oo 202 ) 305.5, 306.1
Locked doOrs . ...oovvviiie 702.3 Maintenance . . . ..o vvovvneeeeonnn 304.10, 305.4
Required facilities . . ... oo 502 LAUNDRY
Tollet rOOMS « ot oo 503 ROOM IGAHNG -+ e v eeeeee e eeieen 605.3
HOUSEKEEPING UNIT Water-heating facilities . . .. ............... 505.4
Definition. .. oo e e e 202 LAVATORY
Hotels . oo oo e 502.3
1 Required facilities . . .............coo it 502
IDENTIFICATION Rooming houses. .. ..o 502.2
Code official ... oo 104.4 Sanitary drainage system................. 506
INFESTATION Water-heating facilities . . . ................ 505.4
Condemnation .. .....overreeia 108.1.3 Water system . ... 505
DERNIION. « « v et et e 202  LEASE (SELL, RENT)
Insectand rodent ............ 302.5, 304.14, 309.1 Heatsupplied ..., 602.3
INSECTS Salvage materials. . ....... ... oo 110.4
o ST 3094  Transferof ownership................o... 107.6
INSECE SCIBENS . . v v vv e eeieeeie e 304.14  LIEN
Pest elimination .. ....coovvereeniare.. 309 Closing of vacant structures . .. ............ 108.2
INSPECTIONS Demolition. ... . ... o 110.3
GENEIAL. .« o o ee e 104.2 Failureto comply. ... 110.3
Right Of @NtTY .« .o v vveeeie e 104.3  LIGHT, LIGHTING
INSPECTOR Common halls and stairways . ........ 402.2,605.3
Identification . . . v vv vt 104.4 General. ... 402
INSPECHONS . .« v v veeeaei e 104.2 Habitable rooms ... 402.1
RECOMAS - . o vt st e e e et eee s 104.6 Kitchen . ..ot s 605.3
INTENT Laundry TOOMS . ..o v viiaaren e 605.3
GO0, ottt 101.3 Luminaires . ........oooiiii 605.3
INTERIOR Other Spaces. .. ..o vvvvniean e 402.3
Interior structure . . . . ... e 305 Responsibility .. ... 401.2
INtEriOr SUMACES .+ . vt vv e eeee e 305.3 SCOPE . oottt 101.2
Means Of EgIESS . . ... vvvveenen s 702 Tollet rooms ... oo 605.3
SANIMAtON . o\ oo o 3051  LIVING ROOM
Unsafe conditions. . ... vvvvveeeneennonn. 305.1.1 Roomarea ..............oovonnnennnn- 404.4.1
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LOAD, LOADING NUISANCE
Elevators, escalators and dumbwaiters. . ... .. 606.1 Closing of vacant structures. . .............. 108.2
Handrails and guardrails ... ........ 304.12, 3055
Liveload ... 304.4, 305.2 (®)
Stairsand porches. ............... 304.10, 305.2 OBSTRUCTION
Structural members . ......... ... ... 304.4, 305.2 LIGhE .« e e e e e e e 4021
Rightofentry . ........ ..ot 104.3
M OCCUPANCY (See USE)
WMAINTENANCE OPENABLE
Required .. ..ovvi i 102.2 Locked doors . ... 702.3
MATERIAL WINdOWS. ... oo 304.13.2, 4031
Alternative . ... 105.2 OPERATOR
Salvage . ..o 110.4 Definition .. ..o 202
= N A A L IR 105.4 ORDER (See NOTICE)
MEANS OF EGRESS (See EGRESS) ORDINANCE; RULE
MECHANICAL Applicability .. ... 102
Installation ... ... 603.1 Application forappeal. .. ......... .. oo 111.1
Responsibility. . . ... 601.2 OUTLET
L eTo] o 1= 601.1 Electrical. .. ... 605.2
Ventilation, general ... ....... ..o e 403 OWNER
Ventilation, toiletrooms . ...........o oL 403.2 Closing of vacant structures. . .............. 108.2
MINIMUM Deflnition .. ..ot e 202
Ceiling height. .. ........ oot 404.3 Demolition .. ... .o 110
ROOM Ar€a. . v oo e 404.41 Failuretocomply . .. ... i 110.3
Roomwidth .. ... . . o 404.2 Insectand ratcontrol . ......... 302.5, 309.2, 309.4
MODIFICATION NotiCE. oo e 107.1, 108.3
Approval. ... 105.1 Pestelimination . ........ ... .. ... oot 309.2
MOTEL (See HOTELS) Placarding of structure .. . ......... .. ... 108.4
MOTOR VEHICLES Responsibility. .. ... 301.2
Inoperative. .. ... i 302.8 Responsibility, firesafety . ................. 701.2
Painting .. .ovv i 302.8 Responsibility, light, ventilation ............. 401.2
Responsibility, mechanical and electrical. . . . .. 601.2
N Responsibility, plumbing facilities. . ... ....... 501.2
NATURAL Right.of BNy . oo 104.3
LIGHtING « + v oo oeeee e 401.3, 402 Rubbish storage. . ......... ... ... ..ot 308.2.1
N 401.3,403  SCOPE......o...s L TR RS 101:2
NOTICES AND ORDERS Transferofownership .................... 107.6
Appeal . ... 1111
FOMM « v oo e e e et 107.2 P
Methodof service ......... ...t 107.3 PASSAGEWAY
(0] 70 1) - TP 107 Common hall and stairway. .. .............. 402.2
Owner, responsible person . ............... 107.1 Interiorsurfaces . . .. ... 305.3
Penalties . ... 107.5 Toilet rooms, directaccess ................ 503.1
Placarding of structure. . ............. . ... 108.4 PENALTY
Transferofownership ... ...... ... ...t 107.6 Noticesandorders. . ...t 107.5
Unauthorized tampering .................. 107.4 Placarding of structure. . .................. 108.4
Vacating structure . . ... 108.2 Prohibited occupancy. ...t 108.5
NOXIOUS Removalof placard .................... 108.4.1
Process ventilation. . . ........ ... oo 403.4 S0P« ottt e 101.2
WEEHS . ot e 302.4 Violations . . .. .o 106.4
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INDEX

PEST ELIMINATION Failuretocomply. .. ...... ..o viit 110.3
Condemnation .......... ..o 108.1 Gradinganddrainage. . ......... ..ot 302.2
Definition. . .....cc i i 202 Pest elimination, multiple occupancy . .. 302.5, 309.4
Insect and rodent control 302.5, 304.5, 304.14, 309.1 Pest elimination, single occupancy. . ... 302.5, 309.3
Pestelimination ........ .. ... .. oot 309.1 Responsibility ... ... 301.2
Responsibility of owner. ............. 301.2, 309.2 SCOPE ettt 3011
Responsibility of tenant-occupant.309.3, 309.4, 309.5 Stormdrainage. . ... ..o 507

PLACARD, POST Vacant structuresand land. . . ............. 301.3
CIOSING v vt eeieee 108.2 PROTECTION
Condemnation ......... ... .. . i 108.1 Basementwindows. ......... ... ... .. 30417
Demolition. . . ..o 110 Fire protection systems. . ............ .. ... 704
Emergency, notice . ... ... .. 109.1 Signs, marquees and awnings . ... ......... 304.9
Noticefoowner. .. ................. 107.1, 108.3 PUBLIC
Placarding of structure . ... ... 108.4 Cleanliness.......... ... ... ihn 304.1, 305.1
Prohibiteduse. . ....... ..o i 108.5 Bgress. oot 702.1
Removal ......... .o i 108.4.1 Hallway ...........coii i 502.3

PLUMBING Sewagesystem. . ... i 506.1
Cleanandsanitary . .......... ..o in 504.1 Toiletfacilities . . . ....... .. .. ot 502.5, 503
ClearanCe . . ... v v e 504.2 Vacant structures and land. . .............. 301.3
Connections . ... i 505.1 Watersystem .......... oo 505
Contamination ........... ... ... .o 505.2 PUBLIC WAY
Employee's facilities . . . ......... .o 503.3 Definition. .. .o 202
FIXEUMES. + ot et et 504.1
Required facilities . . ...........o oo 502 R
Res.pon3|b|l|"ty ........................... 501.2 RAIN (PREVENTION OF ENTRY INTO BUILDING
Sanitary drainage system. . ......... ... 506 EXTERIOR ENVELOPE)

SCOPE . vt 5011 Basement hatchways . .................. 304.16
Storm drainage. . . ... 507 ExterionWalls. . . ... ovveet e 304.6
SUPPIY. e 505.3 Gradingand drainage.................... 302.2
Water heating facilities . ................... 505.4 ROOTS. .+ + o e e e e e 304.7

PORCH Window and door frames . ............... 304.13
Handrails .. ... 304.12 RECORD
Structurally sound. . ... ... 304.10 Official records . . .........cvviiiiinnn 104.6

PORTABLE (TEMPORARY) REPAIR
Cooking equipment. . ...........ooovneenn 603.1 Application of othercodes. . ............... 102.3

PRESSURE Chimneys ..........coooiiiin e, 304.11
Water SUPPIY. . . .o 505.3 DEMOIION. . o vt ee e 110.1

PRIVATE, PRIVACY Exteriorsurfaces. .............. ...t 304.1
Bathtub or shower .....................0 503.1 IREENE. © . ot e e e e 101.3
Occupancy limitations. . ......... ..o 404.1 MEINENANCE « « + v v e e 102.2
Required plumbing facilities . ................ 502 Signs, marquees and awnings . . ........... 304.9
Sewage system ... 506.1 Stairs and porches . .. .................. 304.10
Water closet and favatory.................. 503.1 Weather tight. . . .......oovoeiieeaeinnn. 304.13
Water system ... 505.1 Workmanship .. . ....ooeeeieie e 102.5

PROPERTY, PREMISES REPORTS
Cleanliness. ...t 304.1, 308.1 TESEIEPOMS. « v v oo e ee e 105.3.2
Condemnation .. ... 108 RESIDENTIAL
DEfiNition. o v e e e 202 Pest elimination. . . oo oo e 309
Demolition. . ... 110 Residentialheating. . ............... .. ... 602.2
Emergency measures. . ..........ooonvenn.n. 109 SOOPE « « v e ettt 1012
EXteriorareas . . ... oo v v 302
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RESPONSIBILITY
Pestelimination .. ... i 309
Firesafety . ... 701.2
Garbagedisposal. .. ... . oo 308.3
General ... oot 301.2
Mechanical and electrical ................. 601.2
POIrSOMS .+ v oo vt e e e e 301.1
Placarding of structure. . .................. 108.4
Plumbing facilities .. ........ ... ool 501.2
Rubbish storage. . .. ....covviannn 308.2.1
SCOPE. v vt 101.2, 3011
REVOKE, REMOVE
Demolition . . oo oo e 110
Existing remedies ... 102.4
Removalofplacard . . ....... ... 108.4.1
Rubbishremoval ........ ..ot 308.2.1
RIGHT OF ENTRY
Duties and powers of code official . . . ........ 104.3
INSPECHIONS. v vvv v 104.2
RODENTS
Basement hatchways. . .................. 304.16
Condemnation . . ... v i 108
Foundations. .. v vvvei e 304.5
Guards for basement windows . ........... 304.17
Harborage . v oo vvevieie e 302.5
insect and rodentcontrol. .. ......... ... ... 309.1
Pest elimination . ....... oo 302.5, 309
ROOF
Exteriorstructure . . ...... ..o 304.1
ROO S . ottt e 304.7
Stormdrainage ... 507
ROOM
Bedroom and livingroom. .. ......... ... 404.4
Cooking facilities . ... 403.3
DIreCt ACCESS . - v vt v v e 503.2
Habitable . o oo 4021
Heating facilities. .. ... 602
Light. oo e 402
Minimum ceiling heights .................. 404.3
Minimumwidth. ... .o e 404.2
Overcrowding. .. oo v 404.5
Prohibited use . . ... 404.4.4
Temperature .. ... 602.5
Toilet .. e 503
Ventilation . ... eer o 403
ROOMING HOUSES (See DORMITORY)
RUBBISH
Accumutation. . ... . i 308.1
Definition . ..o v e 202

INTERNATIONAL CODE COUNCIL

Disposal ... .o 308.2
Garbage facilites . ......... ..o e 308.3.1
Rubbishstorage. ........ ... vt 308.2.1
S
SAFETY, SAFE
Fire safety requirements ....... 701,702,703, 704
Safetycontrols . .. ... 603.4
SANITARY
Cleanliness. .. ..., 304.1, 305.1
Disposal of garbage. .. ......... ... 308.3
Disposal of rubbish. . ........... oo 308.2
Exterior propertyareas. . .............h 302.1
Exteriorstructure .. ... ..o 3041
Food preparation . ........... i 404.7
Furnished by occupant. ......... . .. ... 302.1
Greaseinterceptors . . ... ... i 506.3
Interior surfaces . . oo e i 305.3
Plumbing fixtures . .. ... .o 504.1
Required plumbing facilities. .. .............. 502
SCOPE. « vttt e 101.2
SCREENS
INSECESCIEBNS . v v e 304.14
SECURITY
Basement hatchways. ................. 304.18.3
BUlding . 304.18
DOOFS:. . 4 o& s i v e 5107 50E s b v e+ e e 304.18.1
Vacant structures andland . ............... 301.3
WINAOWS. « o i e e 304.18.2
SELF-CLOSING SCREEN DOORS
INSECtSCreens ... oo e it 304.14
SEPARATION :
Fire-resistanceratings .. .. ... ..o ove e 703
PIVAGY . o oo vt 404.1
Separationof units. . ... ... 404.1
SERVICE
Electrical. ... oot 604.2
Method. ... ..t e 107.3
Notices andorders. . ............... 107.1, 108.3
Serviceonoccupant. ... ... 108.3
SEWER
General ... .. 506.1
Maintenance. . .. oo v e 506.2
SHOWER
Bathtuborshower ... ... .. oot 502.1
Rooming houses . ..........coviinininen 502.2
Water-heating facilities. . . ............ ... .. 505.4
Water system. ..o 505
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SIGN
Signs, marquees and awnings . .. ........... 304.9
Unauthorized tampering . .. ... oot 107.4
SINGLE-FAMILY DWELLING
Extermination . .....coiii 309
~ SINK
Kitchen sink . ...t 502.1
Sewage system . ... 506
Water sUpply. .. . co v 5056.3
SIZE
Efficiencyunit ... ..o 404.6
Habitable room, light. .. .. ... ..ot 402
Habitable room, ventilation. .. ............... 403
ROOMArea ..ottt 404.4.1
SMOKE ALARMS
AlBIMNS ot e 704.2
Installation near bathrooms .............. 704.2.2
Installation near cooking appliances. ... .... 704.2.1
Interconnection. . ...t 704.4
POWENSOUICE + oo v vt vt iiiei e ans 704.3
SPACE
General, light ... ... i 402
General, ventilation. . .. ... .. o oo 403
Occupangy limitations. . ... 404
PHVACY © oottt 404.1
SCOPE « it 401.1
STACK
SIMOKE « ot s et 304.11
STAIRS
Common halls and stairways, light........... 402.2
Exitfaciliies ... 305.4
Exterior propertyareas. .............ovenn 302.3
Handrails .. ... 304.12, 305.5
Lighting. ..o 605.3
Stairsandporches . ... 304.10
STANDARD
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Special Inspection Program
for Building Departments

Building departments can approve special inspection agencies with
coufidence, at no cost, with help from IAS.

. Ensures IBC Chapter 17 Compliance = Saves Time
- Standardizes Inspections » Shows Due Diligence
« Easy to Use = Cost Effective

Oﬁ%\ FOR MORE INFORMATION:
JAS - 1-866-427-4422

N www.iasonline.org/si
ACCRLDRATION SERVICE

Tonting Recraditors Sinc 1775 Part of the Accreditation Suite for Building Departments

1208052
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_ People Helping People Build a Safer World®

AtICC Plan Review Sérvices,
our code experts love a good
challenge

Like reviewing your most complex plan reviews.

Our licensed and ICC-certified code experts specialize in delivering the most
accurate code analysis to your most complex and complicated projects. After
all, no other plan review firm has as much expertise in ALL the International
Codes (I-Codes) as the code experts at ICC Plan Review Services.

For I-Codes expertise you can trust, visit the ICC Plan Review web page at
www.iccsafe.org/PLRF2 or call David Hunter at 888-422-7233, ext. 5577.

FEEN X R
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Industry professionals look to ICC to provide the critical knowledge and experiences necessary to excelin
today’s challenging world. ICC’s educational programs cover a broad spectrum of code and construction
related topics, offering some of the highest quality instruction direct from the source.

INSTITUTES

Acquire Skills, Share Experiences, Earn CEUs

ICC’s training institutes offer a comprehensive education experience and a great way to earn much needed
CEUs. Learn best practices from the leading experts in the field, build your network of professional contacts

and share experiences. Institutes are held across the country throughout the year. To see the full schedule
go to www.iccsafe.org/training.

HIRE ICC TO TEACH

Bring ICC On-Site and Earn CEUs

Give your group the confidence they need to meet tough challenges head-on so they can reach their full
potential. ICC’s course catalog contains a wide variety of educational topics that are available for contract

at a location of your choice. Customized training is also available to fit your needs. For our full course
catalogue go to www.iccsafe.org/hireice.

I1CC ONLINE CAMPUS

Earn CEUs at Your Own Pace

Online courses offer access to a comprehensive training and education portal, providing you with an
effective and convenient tool to enhance your professional skills. Courses are available anytime for 99 days
following registration. For a quick and easy way to earn CEUs towards your certification, try our Online
Certifications Renewal section. Go to www.iccsafe.org/onlinecampus for our full offerings.

60,
', cesi.

14-05372-
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INTERNATIONAL. -
CODE COUNCIL -

Growing your career is what
ICC Membership is all about

As'your building career grows, so does the need to expand your code knowledge and job skills. Whether
you're seeking a higher level of certification or professional quality training, Membership in ICC offers the
best in I-Code resources and training for growing your building career today and for the future.

« Learn new job skills to prepare for a higher level of responsibility within your organization
« Improve your code knowledge to keep pace with the latest International Codes (I-Codes)
» Achieve additional ICC Cettifications to open the door to better job opportunities

Plus, an affordable ICC Membership provides exclusive Member-only benefits including:

« Free code opinions from I-Code experts

Free I-Code book(s) to new Members®

= Access to employment opportunities in the ICC Career Center

» Discounts on professional training & Certification renewal exams

« Savings of up to 25% off on code books & training materials

« Free benefits - Governmental Members: Your staff can receive free ICC benefits too*
= And much more!

Join the International Code Council (ICC) and start growing your building career now!
Visit our Member page at www.iccsafe.org/membership for an application.

“Some restrictions apply. Speak with an ICC Member Services Representative for detaits.

15-158532

e
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Sé‘/’ﬂlftﬁlft DEPARTMENT OF LAW

PENNSYLVANTIA CITY HALL ® 340 NORTH WASRINGTON AVENUE » SCRANTON, PENNSYLVANIA 18503 ¢ PHONE: 570-348-4105 ® FAX: 570-348-4263

September 10, 2019

To the Hononble Conrcll RECEIVE])

Of the City of Scranton
Municipal Building SEP 10 2019
Scranton, PA 18503

OFFICE OF CITY
Dear Honorable Council Membets: COUNCIL/CITY CLERK

ATTACHED IS AN ORDINANCE REPEALING SECTION 1 OF FILE OF
THE COUNCIL NO. 12, 2018 OF THE CITY OF SCRANTON AND ALL OTHER
ORDINANCES AND PARTS OF ORDINANCES IN CONFLICT THEREWITH AND
ADOPTING THE 2015 EDITION OF THE INTERNATIONAL PROPERTY
MAINTENANCE CODE, REGULATING AND GOVERNING THE CONDITIONS
AND MAINTENANCE OF ALL PROPERTY, BUILDINGS, AND STRUCTURES, BY
PROVIDING THE STANDARDS FOR SUPPLIED UTILITIES AND FACILITIES
AND OTHER PHYSICAL THINGS AND CONDITIONS ESSENTIAL TO ENSURE
THAT STRUCTURES ARE SAFE, SANITARY AND FIT FOR OCCUPATION AND
USE; THE CONDEMNATION OF BUILDINGS AND STRUCTURES UNFIT FOR
HUMAN OCCUPANCY AND USE, AND THE DEMOLITION OF SUCH EXISTING
STRUCTURES IN THE CITY OF SCRANTON; PROVIDING FOR THE ISSUANCE
OF PERMITS AND COLLECTION OF FEES THEREFOR AND AMENDING
SECTION 4 OF FILE OF THE COUNCIL NO. 64 OF 2014 TO REDUCE THE FEE
TO FILE AN APPEAL WITH THE HOUSING BOARD OF APPEALS BASED UPON
THE TYPE OF MATTER AT ISSUE AND TO PROMOTE RESOLUTIONS OF
APPEALS BEFORE PROCEEDING TO HEARING.

Respectfully,

?W% Codere! £)
J

ssica L. Eskta, Esquire
City Solicitor

JLE/sl
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